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Bids and Awards Committee
BID BULLETIN NO. 05
Series of 2025

Re: Contract for the One (1) Lot Supply of 80 pcs. VRLA Batteries 12V 150AH and 400 pcs.
VRLA Batteries 12V 100AH or its equivalent Under PR No. RS2-2501-029 and ITB No.

2502-16-01 with an ABC of #6,440,000.00.

TO ALL INTERESTED BIDDERS:

As inquired by prospective bidder, the following amendments/clarifications on the pertinent Bidding Documents

are hereby made:

Reference & Query

Amendments/Clarifications

1 What certificate do we need to submit?

See Section VIl Technical Specifications

2 | How many years is the validity of SLCC

See Bid Data Sheet (BDS) Clause 5.3

3 | How many copies of technical and financial proposals

See Bid Data Sheet (BDS) Clause 15

4 | Item No. 3 under the Scope of Incidental Services:

1. Reuse of existing battery links?

2. Reuse of wires and conduit from the battery
to the battery charger?

3. KVA rating and input voltage of the UPS?

4. What testing is required for the new
batteries? Charge test/Discharge test?

If charge test is required, what battery charger should
be used? Will the contractor provide one, or will the
existing battery charger on-site be used?

1 & 2. The existing battery cables with terminal lugs will be
utilized. In case of different size and orientation, the
supplier must provide the necessary cables and terminal
lugs suitable for the new batteries with No additional cost
to LRTA.

3. The existing UPS at TER have 11 units of 10KVA and 1
unit of 30KVA rating, all of which have Input Voltage of
480VAC 3 Phase.

4, Please refer to the Bid documents, specifically the Test
Parameters.

5 | May we confirm that the existing inter-cell or battery
cables with terminal lugs will be utilize and to be used
to new batteries? And the contractor will provide
terminal lugs in case there is a need?

See answer to query number 1 & 2

6 | Does the 80 pcs. of 12V, 150AH and 400 pcs. of 20V,
100Ah batteries will be delivered only at one site (LRTA
Line 2 Depot, Marcos Highway, Santolan, Pasig City)
or at multiple sites/stations?

Initially, all new batteries shall be delivered at LRTA
warehouse at Depot, Santolan, subject to the usual
inspection procedures of LRTA. After which, the 80 pcs. of
12V 150Ah and 400 pcs. of 12V 100Ah batteries will be
transferred to UPS room at Depot and Telecom Equipment
Room (TER) at ten (10) mainline stations, respectively.

7 | May we clarify that the supplier will facilitate the
transfer of batteries from LRT Depot warehouse to
specific LRT Station?

Yes. The supplier shall be responsible to facilitate the
transfer of the new batteries.

8 | May we clarify that the supplier will facilitate of all
waste materials (old batteries) from a completed
battery replacement from a specific LRT Station to LRT
Depot?

Yes. The supplier shall be responsible to facilitate the
transfer of old batteries from the Stations to the Materials
Recovery Facility (MRF) located at Depot Santolan.




9 May we confirm that the “applicable testing equipment” | The applicable testing equipment includes Digital DC
to be use in the testing of the battery is only Digital DC | Voltmeter/Multi-meter or Battery tester and the testing shall
voltmeter/Multi-meter and the nature of testing is thru | be through the battery terminal.

the DC voltage reading of the battery terminal?

10 | May we confirm if installation is included in the Scope |Yes. Refer to the Item No. 3 of Scope of Incidental Services.
of Works?

11 | Regarding on Single Largest Completed Contract |Yes. Any contract/s involving the Supply and Delivery of
{SLCC), is it consider the UPS & UPS battery as | UPS and UPS Battery is considered as contract similar to

similar contract? the project.
12 | Can we use the T13 equivalent? As long as it is the |Yes. However, the supplier must provide the necessary
same size and dimensions as the T13? cables and terminal lugs suitable for the Terminal type of

the new batteries with No additional cost to LRTA.

13 | May we confirm the Length of 12V, 100Ah Battery, |The Length of 12V, 100Ah Battery Tolerance remains
+0mm, oris it £2mm? +0mm.

14 | Under Battery Specification -Float Voltage: 13.2-13.8 |The Float Voltage requirement 13.2V-13.8V is the fully
Are you referring to charging float voltage? Will you | charged state of the Battery. If the offer is within range of
accept 13.5 - 13.8 because this is the standard on all | the required specifications, it will be acceptable.

batteries. If the charging float voltage is below 13.5,
the battery will be undercharged.

15 | Under Terminal Type: T13 (M6). Will you accept T11 |Yes. However, the supplier must provide the necessary
Terminal. This uses M8 Bolt. What is the size of the | cables and terminal lug suitable for the Terminal type of the
existing terminal lugs? new batteries with No additional cost to LRTA.

16 | Project Title: The Project Title shall now be read as:

Contract for the One (1) Supply of 80 pcs. VRLA |Contract for the One (1) Lot Supply of 80 pcs. VRLA
Batteries 12V 150AH and 400 pcs. VRLA Batteries | Batteries 12V 150AH and 400 pcs. VRLA Batteries 12V
12V 100AH or its equivalent 100AH or its equivalent

17 | Bid Data Sheet (BDS) Clause 15 In addition to the one (1) set original, Each Bidder is
In addition to the one (1) set original, Each Bidder is | requested to submit additional one (1) set hard copy and
requested to submit additional two (1) set hard copy | one (1) scanned PDF copy in a CD/USB Flash Drive of
and one (1) scanned PDF copy in a CD/USB Flash | each of the first and second components of its Bid.

Drive of each of the first and second components of its
Bid.

In accordance with the required seven (7) days period on the issuance of Bid Bulletin, the deadline for the submission
and opening of bids is likewise revised and is moved as follows:

Submission of Bids - 02 April 2025 (Wednesday) at 9:30 A.M.
Cafeteria, LRTA Line 2- Depot, Santolan, Pasig City

Opening of Bids : 02 April 2025 (Wednesday) at 10:00 A.M.
Cafeteria, LRTA Line 2- Depot, Santolan, Pasig City

This serves an amendment to the Bidding Documents of the above stated procurement and accordingly
modifies/clarifies and/or supersedes any and all provisions which are inconsistent herewith.

For further inquiries, please contact the BAC-Secretariat through Tel. No. 647-3484 to 86 loc. 29872
Mobile/Cellphone No. 09556578381 Email Address bacsec@Irta.gov.ph and/or Facsimile No. 647-3479 loc. 29906.

For guidance, reference and proper compliance.

Issued this 24" day of March-2025 at Pasig City, Philippines.

ICOLAS G. OMBAO

Chairperson, Bids and Awards Committee (BAC)
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