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BACGONG PILIPINAS

Bids and Awards Committee

BID BULLETIN NO. 09

Series of 2025

Re: Contract for One (1) Year Supply and Technical Services of Sewage Treatment Facility

(STF) Under PR No. §5D-2410-010 and ITB No.

2411-220-09 Under PR No. SSD-2410-010

and ITB No. 2411-220-09 with an ABC of £1,040,000.00.

TO ALL INTERESTED BIDDERS:

As inquired by prospective bidder, the following amendments/clarifications on the pertinent Bidding Documents

are hereby made:

| Amendments/Clarifications

1 | Page 33 - General Requirements, Section 3.1

Requirement: “The Service Provider and at least one
of its personnel to be deployed shall be recognized by
DENR / DOH / LLDA / EMB or any government
agencies that they are engaged to provide
environmental assessment / hauling services /
treatment / disposal.”

Clarification Requested: Our company will submit an
Accreditation from the Department of Environment and
Natural Resources (DENR) as an Environmental
Impact Assessment (EIA) preparer, both as company
and as an individual. Will this accreditation be sufficient
to meet this requirement?

[ Ves. accreditaion of the both Service Provider

and its personnel fo be deployed, as recognized
by the DENR is accepted. Please note that the
said accreditation _must be supported by
gvidence in the bidder's submission and cross-
referenced fo that evidence_ such as
certifications,  training __of personnel, _or
documents / proof of acereditation, as required
under Section VIl Technical Specifications of the

Bidding Documents.

2 | Page 32— Section 1.7

Requirement: “The Service Provider shall ensure the
calibration of the water flow meter device for the
accuracy and reliability of measurements of the volume
of effluent.”

Clarification Requested: Could you please specify the
required frequency for the calibration of the water flow
meter?

Section 1.7 of Section VI, Technical
Specification of the Bidding Documents, will be
amended to stale "The Service Provider shall
calibrate the water flow meter device once within
the contract pericd, three months after receiving
the Notice fo Proceed. to ensure the accuracy
and _ reliability of the effluent volume
measurements."

3 | Page 32 - Section 1.3

Requirement: “The Service Provider shall record the
inspection conducted, frequency of wastewater
treatment, and monthly sampling of influent and
effluent.”

Section 1.3 of Section VI, Technical
Specification of the Bidding Documents, will be
amended to state "The Service Provider shall
record the inspection conducted, frequency of
wasiewater treatment, and quarferly sampling of
influent and effluent.”




Clarification Requested: Kindly confirm the required
frequency for sampling of both influent and effluent.”

Page 32 - Section 1.5

Requirement: “The Service Provider shall shoulder the
fees of wastewater sampling, failed results, Discharge
Permit renewal, and/or any penalty/ies that may occur
within the contract period to ensure compliance with the
terms and conditions set forth in the Terms of
Reference.”

Clarification Requested: Typically, the Discharge
Permit fee is paid by the proponent, and the official
receipt is issued under the proponent's name.
Therefore, we request confirmation that the Service
Provider is not required to shoulder this particular
expense.

Section 1.5 of Section VI, Technical
Specification of the Bidding Documents, will be
amended fo state "The Service Provider shall
shoulder the fees of wastewater sampling, faifed
results, and/or any penaltydies that may occur
within the confract period o ensure compliance
with the terms and conditions set forth in the
Terms of Refersnce.

Page 36 - Section 1.12.6

Requirement: “Provide all the necessary and
mandated bonds such as, but not [imited to,
performance, warranty, and third-party bonds within the
specified period. Warranty for the work done and
supplied equipment/system and materials/spare parts
delivered and installed must be free from any form of
defect for one (1) year from their installation and
commissioning®

Clarification Requested: Since this is a service
contract and does not involve the installation of
equipment, could you clarify the applicability of the
warranty requirement in this context?

Yes, the warranty requirement is nof applicable
to this contract

Page 37 - Section 1.12.10

Requirement: “The Contractor shall shoulder the cost
for the payment of utilities such as water and electricity
consumption”

Clarification Requested: Generally, utility expenses,
including water and efectricity, are the responsibility of
the proponent. Please confirm whether the contractor is
expected to bear these costs?

Section 1.12.10 of Section VI, Technical
Specification of the Bidding Documents, will be
amended to state "The LRTA shall shoulder the
cost for the payment of utilities such as water

and electricity consumption.

Could you please provide us with the list of chemicals,
their quantities, and the monthly consumption? This
information will help us supply the necessary chemicals
and calculate the costs for the monthly supply.

Bidders must comply with the requirements of
Secton 3.2 of Secton VI, Technical
Specifications of the Bidding Documents, by
submitting name / lists of products to be used for
wastewater treatment.

Can you confirm whether the sampling of influent and
effuent will be conducted quarterly rather than
monthly?

Section 1.3 of Segtion VI, Technical
Specification of the Bidding Documents, will be
amended to state "The Service Provider shall
record the inspection conducted, frequency of
wastewater freatment, and quarterly sampling of
influent and efffuent.”

Bid Bulletin No. 09

2|Page

(o



Will we be responsible for covering the costs of the
Discharge Permit Renewal?

Section 1.5 of Section VI, Technical
Specification of the Bidding Dacuments, will be
amended to state "The Service Provider shall
shoulder the fees of wastewater sampling, failed
results, and/or any penalty/ies that may occur
within the contract period to ensture compliance
with the terms and conditions set forth in the
Terms of Reference.

10

Since the hours of operation for the STP are 24 hours,
how many personnel will be required on-site? What are
the duty hours for the operators?

The contractor shall provide the number of
personnel/manpower to be deployed, including
their duty hours, as long as they comply with the
scope of work requirements. At least one of the
personnel to be deployed shall be recognized by
the DENR, DOH, LLDA, EMB, or any relevant
government agency in compliance with Section
3.1 of Section Vi, Technical Specifications of the
Bidding Documents.

11

Could you please provide the schedule for site visits or
inspection?

The schedule of site visits or inspections will be
on 08 April 2025, Tuesday, at 2:00 PM. The
meeting place will be at the LRTA Depof,
Engineering Office.

This serves an amendment to the Bidding Documents of the above stated procurement and accordingly
modifies/clarifies andfor supersedes any and all provisions which are inconsistent herewith.

For further inquiries, please contact the BAC-Secretariat through Tel. No. 647-3484 to 86 loc. 29872
Mobile/Cellphone No. 09556578381 Email Address bacsec@Irta.gov.ph and/or Facsimile No. 647-3479 loc. 29906.

For guidance, reference and proper compliance.

Issued this 4 day of April 2026 aj Pasig City, Philippines.

hairperson, Bids and Awards Committee (BAC)
z
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